
Comments on draft Report- Vectren Corp.- F.B. Culley Generating Station 

 

EPA: None 

 

Note - During the site assessment, no documents relating to a hydrologic study, hydraulic design 

calculations and assumption, or dam break analyses were provided for review. 

It is unknown what the designed inflow, capacity of the ponds, freeboard, or other important 

components of the impoundment designs are without these studies and documents. 

 

State: None 

 

Company: See attached letter dated December 22, 2010 






